Photo Log ~ FAA Air Traffic control Towers (ATCT) Mold/Water Incursion Inspections

EWR — Newark, New Jersey

Junction Level Exterior Wall Insulation

i3

EWR - Néwark, New Jersey

View of Elevator Shaft Interior

P o Tie—

EWR — Newark, New Jersey
Convective Heating Unit in Utility Chase

EWR — Newark, New Jersey

Suspect Mold Growth Under Cove Base, Ground
Floor
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BUR - Bob Hope Burbank Airport

Cab Roof HVAC Equipment — Clean and Well
Maintained

BUR - Bob Hope Burbank Airport
Cab Exterior Window Caulk — Good Condition

BUR - Bob Hope Burbank Airport BUR - Bob Hope Burbank Airport

6'" Level Ceiling Tile Stain From Sanitary Drain 3vd Level — Small Amount of Mold Growth Near
Line Window Which Was Re-canlked

Applied Environmental, Inc. » 200 Fairbrook Drive, Herndon, Virginia (703) 048-0822 * www.appenv.com



e,

SEA - Seattle Tacoma SEA - Seattle Tacoma
Cab Penthouse Ceiling is Insulated 13t Level Floor Staining Under Existing

Fiberglass Insulation on Exterior Wall

A R L VRS
SEA — Seattle Tacoma SEA - Seattle Tacoma
Typieal Slanted Exterior Wall Insulation Detail 10th Level Typical Wall Staining Likely From

Original Fireproofing Application
Applied Envirommnental, Inc. * 200 Fairbrook Drive, Herndon, Virginia (703) 648-0822 * www.appenv.com
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MCT - Kansas City
Junction Level Typical Exterior Wall

MCI - Kansas City

Cable Access Level Mold Contaminated Drywall
-y Serap (Removed and Discarded During Survey)

K

MCI - Kansas City MCI - Kansas City

Typical Mald Abated Wall Area Junction Level Room J10 Small (<6 in?) Patch of
Visible Mold Growth

Applied Environmental, Inc. » 200 Fairbrook Drive, Herndon, Virginia (703) 648-0822 * www.appenv.com
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IAH - Houston TAH - Houston

Room 253 Mold Below HVAC Duct Junction Level Water Drip Residue on Restroom

Upper Window Frame

TAH - Houston

TAH - Houston
11" Level Fitness Room Condensation on Chilled

Water Valve and Affected Ceiling Tile Cable Access Level Typical Interior Wall

Applied Environmental, Inc. = 200 Fairbrook Drive, Herndon, Virginia (703) 645-0822 * www.appenv.com
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DFW — East Tower Dallas/Tort Worth

Subjunction Level Water Stained Carpet Below
Airshaft Door

DFW — East Tower Dallas/Fort Worth
Elevator Shaft Mold Spotting and Water Stain

DFW - East Tower Dallas/Fort Worth DFW — East Tower Dallas/Fort Worth
Typical Exterior Wall Non-functional Area Mold Growth

Applied Environmental, Inc. ® 200 Fairbrook Drive, Herndon, Virginia (703) 648-0822 » www.appeny.com
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DFW — West Tower Dallas/Fort Worth DFW — West Tower Dallas/Fort Worth
Junction Level Insect Gains Entrance to Cable Access Level Unsealed Walls and Flashing
Restroom Through Unsealed Crevice Below Cab Balcony Allows Moisture Into Level.

% : AR oo

DFW - West Tower Dallas/Fort Worth DFW - West Tower Dallas/Fort Worth
Stairwell Window Exterior Deteriorated Caulk Junction Level Mold Below Humidifier

Identified as Source of Water Stain
Applied Environmental, Ine. * 200 Fairbrook Drive. Herndon, Virginia (703) 648-0822 » www.appenv.com
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CVG - Cincinnati/North Kentucky CVG - Cincinnati/North Kentucky
Cable Access Level Exterior Wall With Water Ground Level 8ft>? Mold Growth in Plenum
Stains

A

CVG - Cincinnati/North Kentucky CVG - Cincinnati/North Kentucky

Room 8TS3 Mold Growth and Water Stained Junction Level Balcony Water Damaged Soffit
Wall

Applied Environmental, Inc. * 200 Fairbrook Drive, Herndon, Virginia (703) 648-0822 » www.appenvy.com
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SDF - Louisville SDF - Louisville
NE Base of Tower Makeshift French Drain and Cable Access Level Insulated Exterior Wall and

Sump Pump Metal Structural Members

SDF - Louisville SDF — Lonisville

Tower Shaft Typical Insulated Pipe Chase Room Tower Shaft Typical Mezzanine Level
Overlooking Full Level Below
Applied Environmental. Ine. » 200 Fairbrook Drive. Herndon, Virginia (703) 648-0822 ¢ www.appenv.com
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ORD - Chicago
Cab Level Condensation at Top of Window QRD--Chicigo
Frame Cable Access Level Exterior Wall with Insulation

ORD - Chicago ORD — Denver

Mechanical Room Leaking Valve Repaired Elevator Shaft Interior
During Survey
Applied Envirommental, Inc. ® 200 Fairbrook Drive, Herndon. Virginia (703) 648-0522 * www.appenv.com


























































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































































